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FMK-08 for RT-08, RT3-08 
Panels

FMK-16 for RT-16, RT3-16 
Panels

FMK-24/32 for RT-24, RT-32, RT3-24, RT3-32 Panels

FMK-40/48 for RT-40, RT-48, RT3-40, RT3-48 Panels

FMK Flush Mount Kit 
Installation 
Instructions
Applicability

These instructions apply to the following devices:

PLC Multipoint Part Numbers: FMK-08, FMK-16, 
FMK-24/32, FMK-40/48

Purpose

The purpose of this application note is to provide 
instructions for installation of flush mount kits for 
Tandem lighting control system panels.

Procedure

Step 1 - The Flush Mount Kit provides pre-drilled 
holes for mounting to Tandem panels as shown in the 
diagrams below.

Step 2  - If the enclosure does not include mounting 
holes, drill holes in the Tandem enclosure in 
locations corresponding to the holes in the Flush 
Mount frame using a #32 bit (7/64 through-hole).

Step 3 - Attach the flush mount kit to the panel 
enclosure using #6 self-tapping screws.




